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< 1 ) FRONT ENTRANCE TO BUILDING VOC—711, VIEWED FROM
SOUTHEAST ON 5th STREET.

N

(2)

R

FRONT ENTRANCE TO BUILDING VOC—/11, VIEWED FROM
A SOUTHWEST.  CONCRETE RAMP AT ENTRANCE TO BE REMOVED.

Key Notes

THE FOLLOWING IS PROVIDED FOR GENERAL INFORMATION ONLY. GENERAL CONTRACTOR IS RESPONSIBLE FOR MISITING
SITE TO VERIFY EXISTING CONDITIONS AND SCOPE OF WORK REQUIRED FOR DEMOLITION.

REMOVE PARKING LOT AND RELATED CURB & GUTTER.

BUILDING VOC 711:  TWO STORY, WOOD FRAMED STRUCTURE WITH GABLED ROOF AND PARTIAL BASEMENT. FOUNDATION SYSTEM
CONSISTS OF POURED CONCRETE PIERS WHICH EXTEND FROM CONCRETE PAD FOOTINGS FOUR FEET BELOW GRADE TO SUPPORT THE
ELEVATED WOOD FRAMED FIRST FLOOR (VERIFY ACTUAL HEIGHTS). BETWEEN PIERS, INFILL WALLS ARE WOOD FRAMED. AT THE
PARTIAL BASEMENT, PERIMETER WALLS ARE POURED CONCRETE WITH INTERIOR STEEL PIPE COLUMNS SUPPORTING THE FIRST FLOOR.
THE BUILDING COMPONENTS MAY CONTAIN ASBESTOS. SEE SPECIFICATIONS FOR ABATEMENT PROCEDURES.

BUILDING VOC 7150 TWO STORY, WOOD FRAMED STRUCTURE WITH GABLED ROOF AND PARTIAL BASEMENT AT ORIGINAL MECHANICAL
ROOM. FOUNDATION SYSTEM CONSISTS OF POURED CONCRETE PIERS WHICH EXTEND FROM CONCRETE PAD FOCTINGS FOUR FEET
BELOW GRADE TO SUPPORT THE ELEVATED WOOD FRAMED FIRST FLOOR (VERIFY ACTUAL HEIGHTS). BETWEEN PIERS, FOUNDATION
INFILL WALLS ARE WOOD FRAMED. AT THE PARTIAL BASEMENT (APPROXIMATELY 3454 mm x 4267 mm [11'=4" x 14=0"] VERIFY),
WALLS ARE 203 mm [8"] THICK POURED CONCRETE ON STRIP FOOTINGS WITH CONCRETE SLAB ON GRADE FLOOR.

MANY OF THE BUILDING COMPONENTS CONTAIN ASBESTOS. SEE SPECIFICATIONS FOR ABATEMENT PROCEDURES.

REMOVE ENTRANCE CANOPY AND RAMP. PROTECT EXIST. UTILITY TUNNEL UNDER ADJACENT SIDEWALK FROM DAMAGE DURING DEMOLITION.
REPAIR ANY DAMAGE TO EXIST. UTILITY TUNNEL THAT MAY CCCUR DURING DEMOLITION, RESTORING IT TO CONDITION BEFORE RAMF DEMOLITION.

STAIRS TO REMAIN.
REMOVE SIDEWALK. RE-GRADE AS NEEDED AND SEED AREA WITH TURF SEED.

REMOVE CONCRETE PAVING. RE-GRADE AS NEEDED AND SEED AREA WITH TURF SEED.

REMOVE EQUIPMENT AND CONCRETE PAD. RE-GRADE AS NEEDED AND SEED AREA WITH TURF SEED.
EQUIPMENT AND CONCRETE PAD TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION,

EXISTING UTILITY TUNNEL UNDER SIDEWALK TO REMAIN. PROTECT FROM DAMAGE DURING DEMOLITION.

SEE ELECTRICAL NOTE 1. TRANSFORMER TO BE REMOVED BY GOV'T. REMOVE CONCRETE PAD.

DURING DEMOLITION, PROTECT EXISTING UNDERGROUND ELECTRICAL PRIMARY FROM DAMAGE. PRIMARY IS LOCATED
JUST NORTH OF AND PARALLEL TO THE SIDEWALK TO REMAIN.

SIDEWALK TO REMAIN,

/’A‘*‘h . .
General Notes
1. SHADED AREAS INDICATE BUILDINGS 7O BE DEMOLISHED.

Z. CONTRACTOR SHALL REMOVE ALL EXISTING BUILDINGS AND RELATED CONSTRUCTION
INDICATED TO BE DEMOUISHED INCLUDING FOOTINGS, FOUNDATION WALLS AND UTILITY LINES.

3. ALL EXISTING UTILITY LINES SERVING BUILDINGS (WATER, SANITARY, STORM, POWER) SHALL BE
REMOVED BACK TO THE MAINS AND CAPPED.  GADS LINES SHALL BE REMOVED BACK TO THE METER;
CONTACT MINNEGASCO PRIOR TO COMPLETION OF REMOVAL.  ALL ABANDONED UTILITY PIFING,
CONDUIT AND BOXES ARE TO Bt REMOVED. COORDINATE ALL UTILITY WORK WITH COVERNMENT.

REMOVE ALL EXISTING FOUNDATION WALLS AND FOOTINGS.
REMOVE CONCRETE SLABS ON GRADE.
REMOVE UNDERGROUND TANKS, COMPONENTS, AND FIPING FROM SITE.

KEEP WORK SPRINKLED TO MINIMIZE DUST.  PROVIDE HOSES AND WATERMAIN OR

N o o

H
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20

HYDRANT CONNECTIONS FOR THIS PURPOSE.

8. BACKFILL AREAS EXCAVATED, OPEN PITS AND HOLES CAUSED AS A RESULT OF

.
DEMOLITION. USE SUBSOIL SPECIFIED IN SECTION 02200. PROVIDE MIN. 4" TOPSOIL. SCALF
9. ROUGH GRADE AND COMPACT AREAS AFFECTED BY DEMOLITION TO MAINTAIN SITE
GRADES AND CONTOURS. SEED GRADED AREAS WITH TURF SEED.
10. REMOVE DEMOLISHED MATERIALS FROM SITE AS WORK PROGRESSES. LEAVE SITE METRIC DRAWING

IN CLEAN CONDITION.

1. REFER TO SPECIFICATIONS FOR SPECIFIC REQUIREMENTS AND GUIDELINES FOR
ASBESTOS ABATEMENT, DECONSTRUCTION FPROCEDURES, AND RECYCLING.

THE CONTRACTOR

SIZE OF B84Tmm X 594mm.
FURNISHED OR PLOTTED THE CONTRACTOR SHALL ADJUST THE
SHALL ALSO ADVISE HIS SUB—CONTRACTORS

T 200

IF ANY

ALL SCALES SHOWN ARE BASED ON A STANDARD DRAWING SIZE OF 287 X 407 OR
OTHER SIZE DRAWINGS
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Electrical Note

1. GOVERNMENT SHALL DISCONNECT AND REMOVE EXISTING SERVICE TRANSFORMER.

Kevisions

CONTRACTOR SHALL DISCONNECT AND REMOVE EXISTING SECONDARY SERVICE

Descriptions

Date | Approved

LATERAL FROM EXISTING SERVICE TRANSFORMER TO BUILDING 711, bymbuE
CONTRACTOR SHALL REMOVE EXISTING PRIMARY FEEDER AND ASSOCIATED MANHOLE
BACK TO MAIN DISTRIBUTION LINE. SEE DRAWING C1.4.2 — UTILTIY DEMOLITION.
CONTRACTOR SHALL VERIFY EXACT REQUIREMENTS AND COORDINATE
ANY ASSOCIATED SERVICE OUTAGE WITH THE GOVERNMENT.
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GENERAL NOTES:
REFER TO CIVIL DRAWINGS FOR SITE

DEMOLITION, GRADING, SITE UTILITIES, AND

SITE DIMENSIONS.

REFER TO LANDSCAPE PLAN FOR
LANDSCAPE DESIGN.

REFER TO ELECTRICAL PLANS FOR SITE

ELECTRICAL WORK.

SEE SHEET A8.6 FOR DOOR SCHEDULE

AND FINISH SCHEDULE

SEE SHEET A8.10 FOR WALL TYPES

FIRST FLOOR PLAN KEYNOTES:
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@ o & o © OO

4A/A5.20

NOT USED

FLOOR AND WALLS

@ © o ©

PROVIDE CORNER GUARDS AT
ALL OUTSIDE CORNERS ON
CORRIDOR WALLS ONLY

PHASE ONE EXIT PASSAGE TO
BE MAINTAINED AND
PROTECTED FOR DURATION OF
CONSTRUCTION ACTIVITY

ALL DIMENSIONS ARE NOTED IN
BOTH METRIC (mm) AND
STANDARD UNITS.

ALL DRAWINGS ARE PLOTTED
TO0 THE METRIC SCALES
INDICATED ON THE DRAWINGS
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BUILDING INTERSECTION FOR LAYOUT
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TOP OF ROUGH OPENING
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FIELD VERIFY SIZE —SEE DETAIL
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&

FLOOR EDGE

SYSTEM AND SUPPORTS
BACK TO THE EXISTING STRUCTURAL

REMOVE EXISTING COMPOSITE METAL
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GENERAL NOTES: SECOND AND THIRD FLOOR PLAN NOTES:
1. SEE SHEET A8.6 FOR DOOR SCHEDULE @ NOT USED
AND FINISH SCHEDULE
2. SEE SHEET A8.10 FOR WALL TYPES <2> PROVIDE CORNER GUARDS AT ALL
OUTSIDE CORNERS ON CORRIDOR
WALLS ONLY
3> ROOM NUMBERS SHOWN ARE FOR
SECOND FLOOR (2XXX). THIRD FLOOR
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o < @ ALL DIMENSIONS ARE NOTED IN BOTH
__a = N METRIC (mm) AND STANDARD UNITS.
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SEE SHEET A8.6 FOR DOOR SCHEDULE
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DRAWINGS
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BUILDING INTERSECTION FOR LAYOUT
OF GRIDLINES

FEC — MOUNT AT 54" FROM FLOOR TO
TOP OF ROUGH OPENING
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FOR ELECTRICAL PANEL
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ROOF PLAN NOTES:

76.2 [3”] RD. WITH SUMP

914 [3'-0"] WIDE PROTECTIVE MAT. ADHERE
TO ROOF MEMBRANE

EXISTING ROOF HATCH

NOT USED IN PHASE 4

FULLY ADHERED ROOFING SYSTEM. OVER 12 [1/27]
FIBERBOARD 6M PER 25M [1/4" PER 1'-07]
TAPERED INSULATION.

NOT USED IN PHASE 4

NOT USED IN PHASE 4

NOT USED IN PHASE 4

PROVIDE MINIMUM RIGID INSULATION THICKNESS OF 38 [1 1/27]
THROUGHOUT, BELOW TAPERED INSULATION AND FIBERBOARD. R—VALUE OF

FLAT AND TAPERED INSULATION TO BE MINIMUM R=5 PER INCH. COMPOSITE
R—VALUE OF RIGID INSULATION AND FIBERBOARD TO BE A MINIMUM OF R=8.

ROOF DRAIN — ALIGN WITH INTERIOR PLUMBING CHASE
WALLS. TYPICAL

NOT USED IN PHASE 4

NOT USED IN PHASE 4

NOT USED IN PHASE 4

EXISTING ROOF PAVERS

REMOVE EXISTING METAL PANEL AND STUD WALL ABOVE ROOF PLANK AND

REMOVE METAL PANEL SYSTEM AT PHASE 4 CONNECTION POINT
REMOVE CURTAIN WALL SYSTEM BACK TO EXIST STRUCTURE TO REMAIN

DO OO OO o O QO OO

REMOVE EXISTING PRECAST PARAPET CAP AND REMOVE EFIS BACK TO EXIST.
PHASE & STRUCTURAL CMU WALL TO REMAIN;
SEE DETAIL 2B/A5.8

GENERAL NOTES FOR ROOF PLAN:

1. REFER TO SITE PLAN AND FLOOR PLANS FOR DESCRIPTION
AND EXTENT OF PHASE FOUR CONSTRUCTION

PROVIDE INSULATION CRICKETS AT ALL ROOF
PENETRATIONS FOR POSITIVE DRAINAGE.
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NORTH NORTH

Od

16 For: Architectural Alliance
‘ By:
Title: Principal
Registration No: 16854

| hereby certify this drawing
was prepared by me or under
my direct supervision and that
| am a duly registered
architect under the laws of
the State of Minnesota.

4

SCALE: 200

ALL SCALES SHOWN ARE BASED ON A STANDARD DRAWING SIZE OF 28" X 40" OR
METRIC DRAWING SIZE OF 841mm X 594mm. IF ANY OTHER SIZE DRAWINGS ARE
FURNISHED OR PLOTTED THE CONTRACTOR SHALL ADJUST THE SCALES ACCORDINGLY.
THE CONTRACTOR SHALL ALSO ADVISE HIS SUB—CONTRACTORS OF THE ABOVE.

Revisions

Symbol

Descriptions

Date

Approved

Architect:

ARCHITECTURAL ALLIANCE
MINNEAPOLIS, MINNESOTA

Engineer:

MEAD & HUNT
MADISON, WISCONSIN

U.S. ARMY ENGINEER DISTRICT

CORPS OF ENGINEERS
OMAHA, NEBRASKA

Designed by:

S5 CONSOLIDATED LODGING FACILITY
Drawn by: — PHASE FOUR -

JM
Checked by: ROOF PLAN

EO

MINNEAPOLIS—ST.PAUL AFR

MINNESOTA

Plot Scale Ratio:

Date:

Reviewed by:
EO

Design File: 9941a29.dwg

DECEMBER 2003

Sheet
reference
number:

Spec. No.:

Submitted by: W9128F-04—-B-0002

Drawing Code:

Contract No.:
W9 128F—04—C—XXXX

AF 721-315-04

AZ.9

1

QJKL-

990011P4




	A1.3    Phase Four Site Plan
	A1.4    Phase Four Demolition
	A2.0    Life Safety Design
	A2.3n  First Floor Plan
	A2.4n  Second/Third Floor Plan
	A2.5n  Fourth Floor Plan
	A2.9    Roof Plan



